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EXECUTIVE SUMMARY 
Inclinometer probes are used to measure ground movement.  While an industry standard, this 
technology has drawbacks, including costly trips for manual measurements, operator error, and 
limited measurements due to casing deformation.  Relatively new to the industry, MEMS-based 
in-place inclinometers (M-IPIs) are composed of a series of MEMS accelerometer segments 
separated variously by flexible joints or field-connection systems, and encased in a watertight 
housing.  M-IPIs provide nearly continuous ground movement measurements without frequent 
field trips, accommodate greater ground movement due to their flexibility, and may contain 
temperature sensors, useful for frozen ground applications.  Since M-IPIs have not been 
evaluated fully for use in cold regions, two M-IPIs from different manufacturers were evaluated 
for three different applications in Interior Alaska:  1) to monitor creep in frozen ground (vertical 
installation); 2) to identify and monitor slide shear zones (vertical installation); and 3) to monitor 
thaw settlement under a newly-constructed embankment (horizontal installation).  Each M-IPI 
was evaluated for ease of installation and subsequent retrieval, durability, and functionality in 
frozen ground. 
Measurements from both devices compared well to those from the inclinometer probe, with 
small differences in measurements attributed to differences in the devices’ geometry and 
flexibility.  Temperature data analysis indicates that the M-IPI devices measured temperatures 
within ~0.4F of those recorded by a thermistor string.  In two separate installations, temperature 
readings from the M-IPI device served as a check on potentially faulty readings from another 
sensor, which was an unexpected benefit.  In addition to the proposed test sites, one of the M-IPI 
devices was installed where a large amount of movement was anticipated.  The device continued 
to read during shearing and provided meaningful measurements after shearing.  The presence of 
the M-IPI in the quickly moving landslide provided much more data than we otherwise would 
have collected due to the remoteness of the installation. 
Based on this analysis, these devices are suitable for use in cold regions.  Field experience 
indicates that the installation procedure for each instrument is better undertaken at above 
freezing temperatures, however, due to required manual dexterity and the temperature 
requirements of casing adhesive that is typically available.  We recommend that, if the needs of 
the project require the M-IPI device to produce measurements of both ground movement and 
temperature, the M-IPI temperature sensors are calibrated by the manufacturer before use.  
Additionally, we recommend replacing any needed cold-affected plastic components between 
installations to avoid unwanted breakage during re-installation. 
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CHAPTER 1 
BACKGROUND 
Inclinometers are used widely in geotechnical engineering to measure ground movement for a 
variety of applications including slopes, embankments, bridges, and retaining wall structures.  
The traditional technology for vertical inclinometers relies on installing a grooved (or guide) 
casing into a drilled boring.  An inclinometer probe fitted with wheels is manually lowered down 
the near-vertical casing.  This type of instrument contains two force-balanced servo-
accelerometers that measure its inclination (Durham Geo-Enterprises, Inc., 2011).  
Measurements, which consist of the orientation from true vertical of the inclinometer, are 
recorded at specified depth intervals.  A series of such measurements are compared to each other 
and to the initial set of readings.  In this manner, the profile of the casing is established at the 
time of each measurement.  Plotting subsequent profiles allows changes in the casing to become 
apparent.  Analysis of a series of such readings facilitates the identification of a zone or zones of 
movement, and the rate of movement in these zones.  Measurements of horizontal casings for 
monitoring settlement are made in a similar fashion.  Machan and Bennett (2008) provide a 
comprehensive overview of inclinometer types, their usage, and data analysis techniques. 
Despite its place as an industry standard for the last 40 years, this technology has some 
drawbacks and shortcomings.  Since the data is acquired manually, each dataset represents a trip 
to the field site.  Depending on the remoteness of the project location, these trips (and thus, data 
acquisition) become an expensive part of the overall monitoring program.  The measurement 
frequency may be reduced due to budget considerations, making interpolation of the recorded 
data necessary.  The accuracy of the data collected using the inclinometer probe depends on the 
care of the individual taking the measurements, since the inclinometer must be consistently 
placed at the specified intervals.  Differences in the skill levels and techniques of the various 
individuals collecting the data are integrated into each dataset, thereby introducing human error.  
Additional error may result from reading perturbations caused by dirt or debris becoming lodged 
in the casing grooves with time.  The manual inclinometer instrument is a 2-ft long rigid device; 
its configuration limits the amount of deformation a casing can experience before readings are no 
longer possible.  For landslides, the casing may deform at an upper elevation, preventing the 
passage of the inclinometer and thus leaving a lower shear zone undetected.  Finally, the 
inclinometer casing itself has limited flexibility and will shear off when excessive ground 
movement occurs, ending the monitoring. 
A relatively new type of geotechnical instrumentation incorporates Micro-Electro-Mechanical 
Systems (MEMS) accelerometers, which were first used for automotive airbags.  MEMS-based 
in-place inclinometers (M-IPIs) are composed of a series of accelerometers that are connected 
with flexible joints and encased in watertight housing, making these devices suitable for direct 
burial in the ground.  The M-IPI devices are reported to have high accuracy with results that 
correlate well with inclinometer probes (Barendse, 2008; Lemke, 2006).  The shorter length and 
smaller diameter of M-IPI segments theoretically allow these instruments to record larger 
deformations and yet still be retrievable (Barendse and Machan, 2008).  When the installation is 
accompanied by a remote power supply and a telemetry link, an M-IPI can provide nearly 
continuous observation of ground movement without multiple trips to the field.  M-IPI 
manufacturers state that these devices are reusable, as they can be removed from one installation 
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and placed into another, resulting in further cost savings.  Some M-IPIs also have integrated 
temperature sensors, which facilitate simultaneous ground movement and temperature readings. 
It also should be noted that there are other configurations of in-place inclinometers, where 
individual sensors are positioned within a casing to capture expected movement.  The sensors are 
mechanically connected to each other via cables or rods, and by signal cables with watertight 
connectors.  Many of these in-place inclinometers now use MEMS tilt sensors.  This group of 
instruments (as well as MEMS inclinometer probes) will not be discussed further here as they 
were not tested during this research project. 
RESEARCH OBJECTIVES 
Since this technology is relatively new, the use of M-IPIs has not been fully evaluated, especially 
in cold regions.  M-IPIs potentially can be reused; however, new extraction techniques for use in 
frozen ground may need to be developed.  As with any equipment used in cold regions, the 
durability of M-IPI at sub-freezing temperatures must be evaluated as well. 
The overall goals of this research project were to evaluate the use of M-IPI for their versatility 
and accuracy in cold regions, for their ease of use and recoverability, and to compare their use 
against the existing manual methodology.  To achieve these goals, we developed the following 
objectives: 
1) To evaluate M-IPI devices for three different applications in Interior Alaska: 
 To monitor creep in frozen ground (vertical installation) 
 To identify and monitor a slide shear zone (vertical installation) 
 To monitor thaw settlement under a newly-constructed embankment (horizontal 
installation) 
2) To compare two different M-IPI products to each other and to the existing manual 
method, identifying any benefits of one product over another; 
3) To evaluate the extraction of M-IPI devices in order to evaluate their re-usability. 
This report summarizes the vertical (and horizontal for one device) installations of two different 
M-IPI products:  an INC500 Series In-Place Inclinometer (INC500) from GEODAQ; and the 
ShapeAccelArray (SAA) from Measurand.  This report is not an endorsement of either product, 
but rather an independent evaluation of their use in cold regions.  As this project represents the 
first time the Principal Investigator (PI) installed either of the M-IPI devices, this report also 
includes anecdotes from field work, and photographic summaries of each M-IPI installation in 
Appendices A through D.  Manufacturer’s websites and “parts lists” are provided in Appendices 
E and F, respectively. 
M-IPI SUMMARY 
The INC500 device consists of 8-ft long flexible modules that contain a series of MEMS-based 
accelerometer sensors, which measure tilt (see Figure 1).  In a standard module, these biaxial 
sensors are located every 12 in., along with a temperature sensor that has a reported accuracy of 
±3F (GEODAQ, 2010) and is not calibrated unless specified by the customer.  The modules are  
  
  
Figure 1.
yellow ar
necessary
hold the 
Darrow) 
 
  Componen
row indicat
 to complet
INC500 with
(a) 
ts of the Ge
es a safety li
e an installa
in the casin
 
odaq INC50
ne attached 
tion are (b) 
g, and (c) th
(b) 
3 
 
 
 
0 device.  (a
to the lowes
coupler asse
e GCM con
) Modules p
t module.  T
mblies, cent
troller modu
repared for
he other co
ralizers, a s
le. (Photog
 
 installation
mponents 
lotted fork t
raphs by M.
(c) 
; the 
o 
 
 4 
 
joined by underwater electrical connectors, and the connections are stiffened by a coupler 
assembly, in order to give the entire instrument length a uniform rigidity.  Additionally, three to 
four centralizers are mounted along the length of each module.  Each centralizer contains four 
stainless steel wheels that are designed to guide and orient the device within a guide casing.  
Because of its modularity, an INC500 device can be lengthen or shortened to accommodate the 
geometry of a given installation.  The order of the modules as installed within the casing must be 
recorded, as this order is an input parameter into a setup file for the software program to 
calculate displacement (see Figure A-6).  The INC500 must be installed so as to rest on the 
bottom of the casing.  Because of the potential difference in length between the joined modules 
and the total casing depth, the INC500 may rest slightly lower or higher than the ground surface 
within the casing (J. Lemke, pers. comm., March 2010).  The INC500 instrument acquired for 
this research contained bi-axial sensors oriented only for a vertical installation.  The 
manufacturer can make a model for both vertical and horizontal applications, which requires 
additional sensors (J. Lemke, pers. comm., March 2011). 
An SAA consists of rigid segments connected by special joints.  Each segment contains MEMS 
gravity sensors that measure tilt (Measurand, 2010).  The segments are grouped into octets, with 
a temperature sensor located about the midpoint of each octet.  The temperature sensor has a 
reported accuracy of ±2.2F, and is not calibrated unless specified by the customer.  For a given 
installation, an SAA of a desired length is ordered from the manufacturer.  The SAA is shipped 
on a reel from which it is directly installed in the field (see Figure 2).  Table 1 is a summary of 
the specifications for both of these devices, as well as those of a Digitilt Inclinometer Probe, 
which served as the standard against which comparisons were made for this project.  These 
specifications are a simplified representation of the complete discussion on the instruments’ 
performance; for more detail, the reader is directed to the manufacturer’s datasheets. 
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Table 1:  Specifications for the three instruments compared.  Values provided were taken (and in 
some cases, converted) from 1Durham Geo-Enterprises (2011), 2GEODAQ (2010), and 
3Measurand (2010).  The symbol ‘*’ represents data not available on the datasheet.  († The 
relationship between length and precision is not linear, as this information would suggest; we 
refer the reader to Measurand’s datasheet for a more thorough discussion.) 
Instrument Digitilt Inclinometer Probe1 GEODAQ INC500
2 Measurand SAA3 
Range (typical, tilt) ±35 from vertical ±15 from vertical (for typical use) 
±60 from vertical 
(range of software) 
Resolution 0.0012 in. per 24 in. 0.01 in. per 96 in. (0.005 in. per 12 in.) 2 arc-seconds 
Accuracy * 0.04 in. per 96 in. (0.014 per 12 in.) * 
Precision ±0.05 in. per 50 readings (±0.01%FS) * ± 0.06 in. / 100 ft
† 
Temperature Operating 
Range -4 to +122F 0 to 150F -4 to +158degF 
Accuracy of uncalibrated 
temperature sensors (not included) ±3F ±2.2F 
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CHAPTER 2 
RESEARCH APPROACH 
To achieve the overall research goals of evaluating MEMS-based in-place inclinometers (M-IPI) 
for use in cold regions and against the existing manual methodology, we installed the two M-IPI 
devices in vertical or horizontal configurations at four different research sites (see Figure 3).  
This chapter contains an overview of each site, consisting of some site history and geology, and a 
summary of the field work associated with the M-IPI installation and, for Sites 1 and 2, retrieval. 
SITE 1:  RICH113 
Geology and Background 
We evaluated both M-IPI devices in vertical installations at a site in south-central Alaska along 
the Richardson Highway at Milepost 113 (Rich113).  At this location, the highway travels along 
an east-facing bluff overlooking the Copper River.  The area has experienced movement for 
decades, requiring realignment of the highway away from the bluff edge in 1965. 
Permafrost in this area is warm, with an average annual temperature of 31F, and the subsurface 
consists of a 5-ft thick surficial silt layer, underlain by ice-rich, clayey soils.  At approximately 
52 ft below the ground surface (bgs), the soils become more ice-poor and coarser grained.  It is at 
this soil transition that movement is occurring.  Analysis of in situ measurements and soil creep 
tests indicates that the ice-rich clayey soils are experiencing creep, with velocities of up to 1 in. 
per year (Darrow et al., 2012). 
Instrument Installation and Retrieval 
Alaska Department of Transportation and Public Facilities (ADOT&PF) personnel conducted 
drilling programs in the area in 2003 and 2007, installing several guide casings.  The existing 
installations and several years of recorded measurements made this site ideal for one of the M-
IPI evaluation research locations.  Together with ADOT&PF personnel, the PI installed 
additional guide casing during field work in November 2009.  We drilled a total of three borings, 
one boring for the automated data acquisition system (ADAS) post, and two borings for the 
installation of grooved guide casing and 1-in. PVC for thermistor cable installation (see 
Appendix A for boring logs and photographs of the installation).  We attached a coaxial cable, 
serving as a time-domain reflectometry (TDR) device, to the outside of the guide casing in 
TH09-1511 (see Figure A-2).  The bottom end of the TDR cable was sealed with an end cap in 
the laboratory prior to the field work (see inset in Figure A-2).  Following a method presented by 
Cortez et al. (2009), we affixed the coaxial cable with hose clamps at 10-ft depth intervals.  
Because of the warm permafrost in the area, the 2.75-in. guide casings were not grouted in place.  
Instead, dry sand was poured and tamped into the annulus space, typically in 1 to 3 in. lifts (see 
Figure B-1 for an example of this process for a different research site).  All casings were 
measured using the traditional inclinometer probe in November 2009 to establish baseline 
readings. 
The M-IPI instruments were ordered from the manufacturers after the drilling program was 
complete, since the exact length needed was known once back from the field.  Upon receipt of 
the devices, a “hallway” test of both instruments was conducted to ensure that they were 
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Figure 3.  Location of the four research sites relative to Fairbanks and Anchorage.  Each research 
site is indicated by a red circle, and major highways/roads are indicated by the brown lines.  Base 
map courtesy of DeLorme and ESRI. 
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recording data and communicating well with the ADAS that would be used in the field (see 
Figure A-3).  The INC500 device consisted of eight 8-ft-long modules; including the length of 
the cable/coupling at each connection, the total length of the INC500 was 67.5 ft.  The SAA 
device consisted of eight standard octets, with an additional partial octet to achieve the desired 
length.  As measured during the hallway test, the SAA was 68.7-ft long.  Neither of these lengths 
included the connection cables. 
The M-IPI instruments were installed by two people during a subsequent trip to the field in 
March 2010, during which temperatures ranged from 0F in the morning to 30F mid-day in the 
sun.  The INC500 coupler assemblies required ten machine screws and each centralizer required 
two machine screws to secure firmly around the module (see Figure 1b and Figures A-4 through 
A-12 for installation steps of the INC500).  In the field, we used both a screwdriver and a 
cordless drill to secure these screws.  Installing the screws presented a challenge at sub-freezing 
temperatures because of lost dexterity due to gloves and searching for screws dropped into the 
snow.  The PI unknowingly oriented the centralizers 90 off from their correct orientation (when 
correctly oriented, the centralizers fit into a longitudinal notch along the module).  This resulted 
in some strain in the plastic and a few broken centralizers (see Figure A-7).  Because of the 
incorrect orientation, the modules did not easily slide into the guide casing; rather, effort was 
required to push the INC500 to its appropriate depth.  The guide casing then was filled with 
propylene glycol to prevent the freezing of any water that might accumulate inside the casing 
due to condensation and/or leaks.  The entire process took two people about four hours to 
complete. 
The manufacturer of the SAA recommends that this device be installed within a 1.05-in. dia. 
electrical PVC casing (see Figures A-13 through A-15 for installation steps of the SAA).  The 
SAA fits snuggly into this smaller diameter casing, which is more flexible than the larger 2.75 in. 
guide casing.  Since the focus of the M-IPI evaluation project was to compare the instrument 
responses only, using two different casing sizes would have introduced another variable to 
evaluate.  As a compromise, we installed the 1.05-in. dia. electrical PVC casing within the 2.75 
in. guide casing, with the annulus backfilled with tamped dry sand.  For a snug fit inside the 
1.05-in. dia. casing, the SAA joints should be in compression (Measurand, 2008).  At the time of 
this installation, the manufacturer recommended cutting notches into the top of the 1.05-in. 
casing; once the SAA was installed within the casing, a hose clamp locked the SAA into position 
(see Figure A-14).  As we wanted to secure the top of the guide casings, it was necessary to cut a 
slot into the guide casing to access the hose clamp with a screwdriver (see Figures A-13 through 
A-15).  Instructions for the PVC glue indicated that it must be used at temperatures above 50F, 
and that the glued connections must sit for one hour before adherence is complete.  Since the 
actual temperatures during installation in March were much lower than those suggested and the 
necessary time was not available, we modified the recommended procedure.  To keep it warm, 
the PVC glue was kept inside the PI’s jacket until needed.  Then, to speed up the assembly 
process, we glued two 10-ft long sections together.  We then attached them to the 1 in. casing 
already inserted into the outer casing.  In hindsight, this was a poor choice, as the 20 ft of PVC 
casing swaying in the air was difficult to hold steady while being affixed to the casing down the 
borehole.  The installation of the SAA within the inner PVC casing proceeded without difficulty.  
This entire installation including the inner PVC casing took about two hours. 
Both of the instruments were wired into an ADAS, which was powered from a battery bank 
recharged by a solar panel (see Figures A-16 and A-17).  A data logger recorded measurements 
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every six hours, and data was transmitted from the site via a radio telemetry link.  We returned to 
the site in May 2010 to add adapters to better transition between the guide casing and the flexible 
conduit (see Figure A-18).  Figures A-19 and A-20 are photographs of the site, showing the three 
different casings that were measured and the ADAS.  Installing all of the instrumentation at this 
site took about 1 ½ days to complete. 
It was not until the summer of 2010, and during the installation of a second INC500 at another 
location, that the PI recognized the incorrect positioning of the centralizers at Rich113.  In 
September 2010, we returned to the Rich113 site to correct this error.  The INC500 was extracted 
from the casing, the centralizers were rotated, and then the device was reinstalled (see Figure A-
21).  Once removed from the casing the device was inspected for damage.  Some of the 
connectors demonstrated twisting of the pins; however, this produced no detrimental effect on 
the device, which was reinstalled into the casing.  During this second installation, the INC500 
device traveled smoothly along the guide casing to its appropriate depth.  Based on the second 
installation, September 3, 2010 was designated as the baseline reading for the INC500, SAA, and 
inclinometer probe devices.  The analysis of results presented in Chapter 3 uses the data from 
September 3, 2010 until August 16, 2011. 
We extracted both devices at the Rich113 site on August 16, 2011, and dismantled the ADAS, 
leaving only the existing casings in place (see Figures A-22 and A-23).  Extracting the SAA took 
about thirty minutes with two people, with most of that time spent adjusting the device on the 
shipment reel.  Three people were involved with the extraction of the INC500, which took about 
forty minutes.  During retrieval, we examined each instrument for signs of wear.  Overall 
retrieval went very well, and the entire dismantling of the site, including extraction of the 
thermistor string and removal of the ADAS, took about five hours. 
In January 2012, we conducted another set of “hallway” tests upon returning from the field to 
ensure the proper operation of each device (see Figures A-24 and A-25).  To test the SAA, we 
laid it on the floor and connected it directly to a lap top computer to view real-time data.  We 
walked the length of the device, gently raising a portion of it as we walked alongside it.  The 
inset in Figure A-24 is an illustration of watching this “bump” move down the length of the 
device, indicating good working condition.  For the INC500, we connected two to three modules 
together and to the data logger, and then held them tightly and as still as possible in a stairwell, 
logging for about fifteen minutes.  We then reviewed the data, which indicated that each set of 
modules functioned correctly. 
SITE 2:  CHITINA DUMP SLIDE 
Geology and Background 
Less than a mile beyond Chitina, Alaska, a slow-moving slide intersects the McCarthy Road.  As 
the area was previously used as the town dump, this site of slope instability has received the 
infamous title of the “Chitina Dump Slide” (CDS).  In and near the slide area, the soils consist of 
surficial organic silt overlying silty clay with sand and gravel, overlying bedrock at depth.  
Located in discontinuous permafrost, a recent study suggests that thermal effects of the dump 
may have contributed to movement of the slide (Obermiller et al., in press). 
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Instrument Installation and Retrieval 
As this site was known to demonstrate movement in a well-defined shear zone, we installed the 
INC500 in a vertical orientation for evaluation.  Working with an ADOT&PF drill crew, we 
drilled four borings within the active slide area during June 2010:  one for the ADAS post, two 
for installation of guide casing, and one for installation of a vibrating wire (VW) piezometer (see 
Appendix B for installation photographs and boring logs).  Drilling indicated that the shear zone 
was between 15 and 20 ft bgs.  As with the Rich113 site, the annular space around the guide 
casing was backfilled with tamped dry sand (see Figure B-1).  A coaxial (TDR) cable was 
attached to the outside of the casing installed in TH10-1552, attached with hose clamps at 10-ft 
intervals (see Figures B-2 and B-3). 
We installed a second, previously-unused set of INC500 modules to a depth of 50.5 ft bgs in 
TH10-1552.  It was during this installation, which took two people about two hours to complete, 
when the PI understood that the centralizers on the INC500 at Rich113 were installed incorrectly.  
We did not see evidence of strain in the centralizers at CDS, although some of the threaded 
inserts popped out of the plastic coupler assemblies (see Figure B-4b).  This was corrected by 
continuing to tighten each screw, which pulled the insert back into the plastic. 
To evaluate the effect of water pressure on slope movement, we installed a VW piezometer in 
TH10-1553 at a depth of 15.8 ft bgs.  In all of the borings, the soils transitioned from moist to 
wet organic silt to clay between 15 and 16 ft bgs.  We also encountered buried trash at and 
slightly below these depths, indicating movement of the organic silt.  We attached the VW 
piezometer to the outside of 1-in. diameter PVC casing, which was used to place the instrument 
at the correct depth (see Figure B-5).  Following a method presented by McKenna (1995), 
Mikkelsen (2002), Mikkelsen and Green (2003), and Contreras et al. (2008), we used a cement-
bentonite grout as backfill around the VW piezometer (see Figure B-6), which worked 
effectively. 
The INC500 and VW piezometer were wired into an ADAS, which was powered from a battery 
bank recharged by a solar panel (see Figure B-7a).  The power/data cable that shipped with the 
INC500 modules was not long enough for this installation; however, we simply spliced the cable 
with additional four-conductor 18 gage cable purchased locally.  A data logger recorded 
measurements every 6 hours, and data was transmitted via a satellite telemetry link.  Overall, the 
drilling and installation of all instrumentation at this site took three days to complete. 
A week later, the PI returned to CDS to collect manual measurements of the guide casing.  The 
measurements indicated that the slide had moved during that time, and new cracks on the 
embankment were apparent.  The movement of CDS demonstrated its potential as a 
discontinuous permafrost location for evaluation of an M-IPI device, but it also raised concerns 
about being able to retrieve the device.  We tested this by lifting the INC500 about 6 in. up on 
July 30, 2010.  The instrument moved smoothly within the casing without any signs of binding.  
Satisfied with these results, we replaced the device in the casing, leaving it until the final 
retrieval on September 4, 2010.  After extracting the INC500, we took readings of both slotted 
casings with the manual inclinometer probe.  We also dismantled the ADAS, leaving only the 
existing casing in place (see Figure B-7b).  The cables for the TDR and VW piezometer were 
coiled into a canvas bag attached to the casing for TH10-1552, in case future readings were 
needed.  In May 2011, the PI made another trip to the site.  Manual readings of the casings were 
no longer possible, as both casings had sheared over the winter. 
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SITE 3:  LOST CHICKEN 
Geology and Background 
East of Chicken, the Taylor Highway crosses Lost Chicken Creek.  The area is underlain by ice-
rich silt and massive ice to the underlying bedrock surface about 50 ft bgs.  Replacement of a 
culvert in 2004 resulted in thawing of the foundation soils below a portion of the highway 
(Darrow, 2008).  This stretch of the highway was realigned in 2012, located closer to the bedrock 
outcropping along the valley walls.  The realigned embankment consisted of portions of air-
convected embankment (ACE) with a thermal berm on the downslope side.  As part of the 
construction project, the contractor installed casing within the embankment for the horizontal M-
IPI and temperature sensor installation. 
Instrument Installation 
In June 2012, we traveled to the Lost Chicken location to observe the installation of the casing 
for the horizontal inclinometer probe, SAA, and temperature sensors (see Figures C-1 through C-
3, and Appendix C for additional installation photographs).  Due to the construction schedule, we 
were unable to install the M-IPI devices during this trip.  Prior to returning to the site, we 
calibrated the thermistor string that was retrieved from the Rich113 research site.  The 
calibration indicated that, with the exception of two thermistor beads that failed during its initial 
use, the thermistor string was functioning correctly. 
In mid-July 2012, we returned to the Lost Chicken location to install temperature sensors (see 
Figures C-5 through C-9), the SAA device (see Figures C-10 through C-12), and the ADAS.  
This field work included installing a dead-end pulley for the inclinometer probe measurements 
(see Figure C-13).  This device allows one person to make measurements with the probe from 
one end of the embankment, rather than requiring two people (i.e., a person on either side of the 
embankment) and radio communication for synchronized actions to procure measurements.  We 
also installed a digital temperature acquisition cable (TAC) from BeadedStream alongside the 
thermistor string (see Figures C-5 through C-9), in order to test the accuracy and reliability of 
this fairly new temperature measurement sensor.  Both the SAA and the thermistor string were 
originally installed at the Rich113 location.  As they were made for that location, they were of 
insufficient length to stretch under the entire embankment at Lost Chicken.  We chose to locate 
them on the downslope side of the embankment so as to focus on measurements of the 
temperatures and movement below the thermal berm and the thermal berm-ACE interface.  
These devices were installed into casing rather than placed into trenches for a direct burial 
primarily due to the construction scheduling, and to allow for future extraction and reuse on a 
different project. 
The SAA and temperature sensors were wired into an ADAS, which was powered from a battery 
bank and recharged by a solar panel (see Figures C-25 and C-26).  The TAC was attached to its 
own data logger that was stored in an ABS casing extension at the toe of the embankment (see 
Figure C-9).  The installation of all of the instrumentation, which went smoothly, took two full 
days to complete.  During the initial installation, we took the initial sets of readings with the 
manual inclinometer probe (see Figures C-21 through C-23). 
We returned to the site on July 23, August 6 and 20, September 1 and 14, and October 6, 2012 
(approximately when the highway closed for the winter) to make manual measurements with the 
inclinometer probe.  The frequency of trips allowed us to observe changes in the embankment 
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and the ADAS post-construction.  In mid-September, we noted cracks on the side slope of the 
thermal berm (see Figure C-27).  The ADAS site also experienced some changes during the fall.  
In July, the contractor installed the wooden post using a weed burner to thaw the ice-rich soils at 
the ADAS location.  When we arrived at the site, the vegetation was disturbed, and surface 
runoff was draining past the ADAS location.  Figure C-28a shows the configuration of the 
ADAS upon completion of the installation in mid-July.  By October 6, the surface had settled at 
least 6 in. due to thawing of the ice-rich soils (see Figure C-28b).  We adjusted the battery box at 
that time to provide adequate slack on the wiring; however, this action will need to be performed 
repeatedly for the long-term maintenance of this ADAS. 
SITE 4:  FROZEN DEBRIS LOBE-A (FDL-A) 
Geology and Background 
In the summer of 2012 and upon recommendation of the research committee overseeing this 
project, we extended the research by further testing the INC500 device in another vertical 
installation.  The research site was Frozen Debris Lobe-A (FDL-A) at MP219 on the Dalton 
Highway, a slow-moving landslide that is encroaching on the highway at this location.  Although 
previously identified in the area, FDLs have never been studied in detail.  Analysis of remotely 
sensed imagery indicated that FDL-A was moving at an average rate of 0.4 in. per day between 
1955 and 2008, and reconnaissance visits to the site suggested a variety of movement 
mechanisms, such as permafrost creep, debris flows along the over-steepened toe, and basal 
sliding (Daanen et al., 2012).  Prior to the 2012 drilling program, however, we did not know the 
internal structure of the lobe, nor did we have any in situ measurements of movement. 
Instrument Installation 
We installed the INC500 in September 2012 and as part of a project to investigate FDL-A 
(Darrow et al., in press).  We suspected that FDL-A might move quickly enough so as to make 
retrieval of the M-IPI device impossible.  Thus, the reasons for this installation were 1) to collect 
important data from FDL-A to determine its mode, location, and rate of movement, and 2) to 
determine how much movement the INC500 device could withstand before it no longer 
functioned.  Dasenbrock (2010) presented such a study for the SAA device, but to the best of the 
PI’s knowledge, a similar study had not been conducted for the INC500. 
Where drilled, FDL-A was fairly homogeneous, mostly consisting of silty sand with gravel.  The 
boring in which the INC500 was installed intercepted white mica schist bedrock at 86.5 ft bgs 
(see Appendix D for the boring log and installation photographs).  To reach the total depth 
required, we combined modules used both at the Rich113 and CDS locations; thus this was the 
second installation for these modules.  We installed the device to 100 ft bgs (see Figures D-3 and 
D-4).  Because of the casing length and the overall length of the connected modules, 
approximately 1.5 ft of the uppermost INC500 module was above the ground surface within the 
casing.  During the installation, some of the plastic couplers cracked, and a few threaded inserts 
popped out of the couplers and could not be pulled back by tightening the screw (see Figure D-5).  
All of these components were installed previously for up to 17 months in a cold propylene 
glycol-water mixture, which may have affected the plastic, causing it to become brittle.  
Otherwise, as this was the fourth time that the PI had installed this device (with an extra retrieval 
and installation at the Rich113 site), the installation proceeded relatively quickly, with two 
people completing the installation in about an hour.  In addition to the M-IPI, we attached two 
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VW piezometers and a thermistor string to the outside of the casing in TH12-9004.  We 
backfilled the casing using cement-bentonite grout (see Figure D-2).  All of these instruments 
were wired into an ADAS, which was powered from a battery bank recharged by a solar panel 
(see Figures D-6 and D-7).  A data logger recorded measurements every six hours.  Details on 
the instrument’s performance at the FDL-A site are provided in Chapter 3. 
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CHAPTER 3 
FINDINGS 
RICH 113 
M-IPI Analysis 
For spatial reference of the measured locations, Figure 4 is a photograph of the casing locations 
relative to each other and the bluff edge.  Figure 5a and b are plots of cumulative displacement 
obtained from the three instruments.  The readings collected with the traditional inclinometer 
probe (shown as green diamonds and labeled with the prefix “SI” in each figure) indicate 
movement occurring at approximately 55 ft bgs, with between 0.5 and 0.6 in. of cumulative 
displacement within the analyzed time frame.  Although small, this movement is consistent in 
depth and character with that previously recorded for this site. 
We installed the INC500 inside a guide casing within the boring TH09-1511 (see Figure 4).  
When we extracted the M-IPI device, we measured the casing with the inclinometer probe for 
comparison.  Thus, the cumulative displacements from the INC500 and the inclinometer probe 
shown in Figure 5a are directly comparable.  Visual analysis indicates that the two sets of 
readings are very similar, with a maximum difference in readings of 6.89x10-2 in.  Readings from 
equivalent depths for these two instruments are plotted in Figure 5c.  The solid red line at 45 
indicates a 1:1 relationship.  For each pair of readings, the precision (or repeatability) of the 
inclinometer probe and INC500 is shown as horizontal or vertical whiskers, respectively.  
Examination of the measurement pairs indicates that each point lies within the precision of the 
inclinometer probe device; thus, the readings cannot be differentiated from each other. 
We installed the SAA within the two concentric casings in boring TH09-1512.  Because of the 
inner 1.05-in. dia. PVC casing required for the SAA installation, we were unable to make direct 
comparisons with inclinometer probe readings from the same casing.  Instead, Figure 5b contains 
inclinometer probe measurements of TH07-1711, another boring approximately 4 ft away (see 
Figure 4).  Between 67 and 70 ft, the SAA readings indicate no cumulative displacement.  
Although 10-20 ft of installation within a stable stratum is recommended (Cornforth, 2005; 
Dunnicliff, 1993), these readings indicate that the bottom of the SAA was anchored into soil 
below the zone of movement.  The inclinometer probe readings indicate no movement below 55 
ft, whereas SAA readings demonstrate approximately 1.17x10-1 in. of cumulative displacement 
below this depth.  Above this depth, visual analysis indicates similarity between the two sets of 
readings, with a maximum difference of 8.7x10-2 in. occurring at approximately 47 ft bgs.  
Readings from equivalent depths for the SAA and inclinometer probe are plotted in Figure 5d, 
also shown with a red line indicating a 1:1 relationship and pairs of whiskers representing the 
precision of each instrument.  A cluster of points near the origin and another for the largest 
readings deviate from the 1:1 relationship by more than the precision of the inclinometer probe.  
Rather than assuming this deviation from the inclinometer readings is due to inaccuracy, other 
possibilities must be considered.  The sets of readings are from two different casings.  Although 
close to each other, it is possible that the soil is deforming slightly differently between these two 
locations.  Additionally, the inner casing may have shifted within the sand backfill after 
installation, despite the careful tamping of the sand.  Otherwise, there is close agreement  
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Figure 4.  Relative locations of the measured casings at Rich113.  Vertical arrows are labeled 
with the test hole identifiers.  The edge of the bluff overlooking the Copper River is immediately 
beyond the spruce trees behind the installations, and the Richardson Highway is behind the 
photographer.  (Photograph by M. Darrow) 
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Figure 5.  Selected measurements and analysis from the Rich113 site.  (a) Readings from the 
INC500 and inclinometer probe for a single installation (TH09-1511); (b) Readings from the 
SAA and inclinometer probe for two adjacent installations (TH09-1512 and TH07-1711, 
respectively); (c) Comparison of INC500 and inclinometer probe measurements shown in (a); (d) 
Comparison of SAA and inclinometer probe measurements shown in (b). 
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between the readings of the two devices, and overall there is good agreement in the amount of 
total deformation recorded. 
Temperature Analysis 
The temperature measurements from the two M-IPI devices were compared against those 
collected from a thermistor string, which was installed in a second 1-in. dia. casing within TH09-
1512.  Each thermistor bead within the string has a reported accuracy of ±0.2ºF (Measurement 
Specialties, 2008), and the entire string was calibrated in an ice bath.  Thermistor measurements 
were recorded at 8-ft intervals along the length of the string, with the exception of the thermistor 
at 41.1 ft bgs, which ceased to report data after the installation (see Figure 6a).  Since the 
temperature sensors in the INC500 and SAA were not positioned at the exact same depths as the 
thermistor beads, readings from the two nearest sensors above and below each thermistor bead 
were interpolated for the required thermistor depth.  These are the values that are shown in 
Figure 6b for the INC500 and Figure 6c for the SAA.  Data from three different days in 2010 are 
shown for each of the devices (see Figure 6a-c); each device measured the same temperature 
±0.02ºF for the lowest two depths, indicating a consistent temperature within the permafrost and 
stability of each measurement device throughout the six months presented. 
Next, the INC500 and SAA data were compared to the thermistor string data.  Figure 6d, Figure 
6e, and Figure 6f are plots of all three devices for June 1, August 1, and December 1, 2010, 
respectively.  Each data point is plotted with horizontal whiskers indicating the reported accuracy 
of the sensor.  Each cluster of measured temperatures falls within the ranges of accuracy for both 
instruments.  On average for these three days, the INC500 and SAA sensors were within 0.41ºF 
and 0.39ºF of the thermistor measurements, respectively.  While temperatures plotted with these 
devices are able to demonstrate the general trend of temperature with depth, this ~0.4ºF offset 
would make analysis of activity in the active layer or identification of the permafrost table 
problematic.  This issue may be addressed by using an M-IPI device with calibrated temperature 
sensors. 
TDR Analysis 
We first attempted to read the coaxial cable serving as the TDR device in March 2010 during the 
installation of the M-IPI devices.  Unfortunately, we were unable to obtain data as the cable 
reader unit did not function.  We suspected that this was due to the effect of cold weather on the 
batteries, as they did not hold a charge well.  We were successful in obtaining readings in July 
and September, 2010. 
Figure 7a contains the results of the TDR measurements taken in July and September.  The 
September readings shown were adjusted to eliminate the overall variation of impedance 
between the two data sets.  The “lows” in impedance indicated by arrows represent the locations 
of the hose clamps that crimped the cable at 10-ft intervals; the “low” near the 30-ft depth is not 
as apparent as the others.  There are no obvious additional “lows” to represent shearing of the 
TDR cable.  Figure 7b is a plot of the difference in impedance between the September and July 
readings.  The variation between these sets of readings appears to be random, and does not 
indicate any additional crimping of the cable that would suggest a shear zone.  One of the noted 
limitations of the TDR method is that it is much less sensitive to bending than to shearing 
(O’Connor and Dowding, 1999).  This may explain the apparent lack of movement measured  
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Figure 6.  Comparison of measured temperatures.  The graphs (a), (b), and (c) are measured 
temperatures from the thermistor string, INC500, and SAA devices, respectively.  Data for three 
different days are shown for each device.  The graphs in (d), (e), and (f) are comparisons of the 
measured data from all of the three instruments for June 1, 2010, August 1, 2010, and December 
1, 2010, respectively. 
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Figure 7.  Measurements from the TDR cable.  (a) Readings from July and September; the 
September readings were corrected to account for the overall difference in impedance from July.  
Impedance “lows” (indicated by arrows) indicate positions of the hose clamps (the “low” near 30 
ft bgs is not as apparent).  (b) Difference in impedance between the July and September readings. 
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using the TDR device at Rich113 since the creep movement is similar to bending.  The TDR 
device also may not indicate the zone of movement at Rich113 due to the backfill method.  
Turner (2006) noted that a grout mix must be stiff enough to deform the coaxial cable when 
shearing.  The dry sand backfill, although potentially frozen, may have been loose enough so as 
to provide space for the cable to move rather than crimping it. 
CHITINA DUMP SLIDE 
M-IPI Analysis 
For spatial reference of the measured locations, Figure 8 is a photograph of the casing locations 
relative to each other.  As a first step in analysis, inclinometer probe measurements were used to 
evaluate the effectiveness of tamping the sand backfill around the casing within the boring.  
Voids created by bridging within the loosely poured sand into the annular space in a boring often 
are evident in sagging of the casing within a few weeks after the initial installation.  The data 
collected during the summer of 2010 was evaluated by assigning two different initial dates, June 
17 (date of installation) and June 25 (one week later).  Below the shear zone, these sets of 
readings differed by 0.03 in. at the most; thus, we considered any sagging of the casing as minor, 
and used June 17 as the initial reading for the rest of the analysis.  Figure 9b contains all of the 
cumulative displacement measurements from 2010, which indicate a shear zone between 14.3 
and 18.3 ft bgs and about 1.7 in. of movement over the three month measurement period. 
Measurements obtained using the INC500 are presented in Figure 10.  We “lifted” the device 
about 6 in. within the casing on July 30, 2010 to ensure that it was not binding in the casing.  
While this exercise indicated that retrieval of the device was still possible, it had an effect on the 
data, as the INC500 readings after the move were noticeably different (see Figure 10a).  All 
subsequent data obtained from the INC500 was adjusted to account for the “lift”.  Figure 10b 
contains a comparison of the INC500 measurement of TH10-1552, the inclinometer probe 
measurement of TH10-1552 immediately after retrieval of the M-IPI device, and the 
inclinometer probe measurement of TH10-1551.  All readings from the two casings compare 
well to each other, demonstrating about 1.7 in. of total movement.  While the shear zone is well 
defined in Figure 10b, among the readings there is some variation on the exact depth of where it 
begins.  For each set of readings, the bottom of the shear zone was identified; for the 
inclinometer probe readings of TH10-1551 and the INC500 readings of TH10-1552, the two 
closest depths bracketing the movement were averaged.  The resulting depths are 17.3 ft bgs for 
TH10-1551 (inclinometer probe), and 17.5 ft bgs and 17.4 ft bgs for TH10-1552 (inclinometer 
probe and INC500, respectively).  Overall there is a difference of 0.2 ft.  As the casings were not 
surveyed and tied into a benchmark for absolute elevation, readings are relative to the ground 
surface.  Thus, this difference in depth can be partially attributed to small changes in the ground 
surface elevation between the two casing locations.  This, however, does not explain the 
difference between measurements from the same casing with different devices, as indicated by 
the comparison plot shown in Figure 10c.  Instead, we must consider the geometry of the 
measurement device and the placement of the reading over the measurement interval.  The 
inclinometer probe is 2-ft long and rigid.  Additionally, the plotted depths were determined using 
the “auto-depth adjustment” setting within the software program.  This means that the plotted 
point is placed at the depth of the upper set of wheels on the probe, rather than the depth  
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Figure 8.  Relative locations of the measured casings and piezometer installation at the Chitina 
Dump Slide.  Vertical arrows are labeled with the test hole identifiers; the installations were 
located on a drill bench downhill of the roadway embankment.  This photograph was taken from 
the McCarthy Road embankment looking east towards the Copper River.  (Photograph by M. 
Darrow) 
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Figure 9.  Cumulative displacement measurements from the inclinometer probe for TH10-1551.  
(a) Evaluation of slump of the casing within the tamped sand backfill using two different start 
dates (note the enlarged horizontal scale for better resolution); (b) all cumulative displacement 
measurements from 2010. 
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Figure 10.  Selected measurements and analysis from the Chitina Dump Slide site.  (a) 
Evaluation of the effects of “lifting” the INC500 device on July 30, 2010; (b) Readings from the 
inclinometer probe for two adjacent installations (TH10-1551 and TH10-1552) and adjusted 
readings from the INC500 for TH10-1552; (c) Comparison of INC500 and inclinometer probe 
measurements shown in (b). 
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indicated by the cable length.  The INC500 is a more flexible device, with measurements taken at 
1-ft to 1.25-ft intervals (depending on where modules are connected) along its length.  This 
higher frequency of measurements may better constrain the sliding surface. 
TDR Analysis 
Figure 11a contains the results of the TDR measurements taken in June, July, and September 
2010.  The latter two sets of readings were adjusted to eliminate the overall variation of 
impedance.  The “lows” in impedance indicated by arrows represent the locations of the hose 
clamps that crimped the cable at 10-ft intervals.  As with the TDR at the Rich113 location, there 
are no obvious additional “lows” to represent shearing of the TDR cable.  Figure 11b is a plot of 
the difference in impedance between the June and July, and June and September sets of readings.  
The variation between these sets of readings appears to be random, and thus does not indicate 
any additional crimping of the cable that would suggest a shear zone.  Although there was more 
movement during the measurement period at CDS than at Rich113, the backfill method was the 
same.  The dry sand backfill, although potentially frozen, may be loose enough so as to provide 
space for the cable to move rather than crimping it. 
Water Pressure and Temperature Analysis 
The data collected from the VW piezometer at 15.8 ft bgs in TH10-1553 is presented in Figure 
12.  In addition to water pressure, the device recorded temperature via a thermistor that had an 
accuracy of ±0.9ºF.  The VW piezometer indicated a steady decrease in water pressure over the 
measurement period.  This trend may reflect the loss of water from the cement-bentonite grout.  
The measured temperatures demonstrated an unusual trend, with an initial decrease in 
temperature followed by a steady rise.  Additionally, all of the reported temperatures were below 
freezing, which is not supported by the observations made during drilling.  The reasons for this 
trend are not known at this time.  A longer data set, which may have helped to explain the 
observations, was not possible given the removal of the ADAS in September 2010. 
Figure 13 contains plots of temperatures from the INC500 for four days during the measurement 
period.  The first data set from June 18 demonstrates the heat effects from drilling, which quickly 
dissipated.  Temperatures below 22 ft reached a pseudo-equilibrium by July 1 and changed very 
little during the remaining measurement period, with an average temperature of 35.8ºF.  This 
average temperature corresponds well to those measured during drilling.  Although the sensors 
were not calibrated, the INC500 temperature measurements supported the field observations and 
alerted us to the unusual behavior of the temperature sensor in the VW piezometer. 
LOST CHICKEN SITE 
M-IPI Analysis 
Figure 15 contains plots of the cumulative displacement for the inclinometer probe and SAA 
device for all of the six days of manual measurements (i.e., 7/23, 8/6, 8/20, 9/1, 9/14, and 10/6) 
following the initial installation, and Figure 15 contains plots comparing readings from these two 
instruments for each of the six manual measurement days.  The software for each of these 
devices calculates vertical displacement relative to one fixed end that is assumed not to move; 
for Figure 15, this is the near end.  The data were exported from the software for each instrument 
and plotted together using Origin Pro spreadsheet software.  Since the SAA did not extend across  
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Figure 11.  Measurements from the TDR cable.  (a) Readings from June, July, and September 
2010; the July and September readings were corrected to account for the overall difference in 
impedance from June.  Impedance “lows” (indicated by arrows) indicate positions of the hose 
clamps.  (b) Difference in impedance between June and July and June and September readings. 
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Figure 12.  Data from the vibrating wire piezometer.  In addition to water pressure, the device 
reports temperature with a thermistor that has ±0.9ºF accuracy. 
 
 
Figure 13.  Temperature readings from the INC500 device installed within TH10-1552.  The 
phase-change temperature is indicated by the vertical red line. 
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Distance (ft) 
Figure 14.  Uncorrected cumulative displacement measurements with time.  (a) Inclinometer 
probe measurements, and (b) SAA measurements.  Both reference the near end. 
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Figure 15.  Comparison of SAA and inclinometer probe performance using the uncorrected data 
referenced to the near casing end. 
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the entire embankment width, readings from this device were limited to the interval from 0 to 68 
ft.  Measurements from both instruments suggest that the bottom of the embankment is rising 
over time.  This is erroneous as the embankment should move only downwards due to post-
construction settlement during the summer months (some upward movement could occur as a 
result of frost heaving during sub-freezing temperatures).  As displayed in Figure 15, both 
instruments demonstrate the same trend in displacement; however, the difference in cumulative 
displacement recorded by each instrument increases slightly over time with a maximum 
difference of 0.69 in.  This difference may be due to differential settlement of the near end of 
each casing. 
As neither software program corrected for the downward movement of the fixed casing end at 
the time the SAA was purchased for this project (newer versions of the software account for 
change in elevation), the exported data was adjusted manually in a spreadsheet in order to 
determine the actual settlement.  We made some assumptions before performing these 
calculations:  1) All movement of the embankment occurred vertically and only downward due 
to soil consolidation and thaw settlement during the measurement period.  2) As no point along 
the casing was moving upwards, then any upward displacement recorded by the instruments was 
due solely to the downward movement of the casing end.  The only way any point along the 
casing length could move upwards is if the casing end was moving downwards at a faster rate.  
3) Therefore, if any point along the casing was not moving or at least moving downward at a 
slower rate than the casing end, then the downward movement of the casing from one reading to 
the next was referenced to that particular point.  There are errors inherent in these assumptions.  
For example, error may occur if the points that appeared to be moving up were actually moving 
down; however, the amount of error is dependent on the rate at which the point was moving 
relative to the casing end.  Using these assumptions, the greatest error would occur when the rate 
of downward movement at points along the casing approached the same rate of downward 
movement as the casing end. 
We applied these assumptions to correct the measured cumulative displacement.  In a 
spreadsheet, the difference in cumulative displacement was taken for each pair of consecutive 
readings for each point along the casing, and the maximum positive difference was identified.  If 
there was no positive value, we assumed that the casing end did not move and that all points 
were moving down relative to the casing end; however, this did not occur for this measurement 
period.  Once the maximum positive difference was identified, the incremental displacement was 
added to the readings from the first day, and the maximum positive displacement was subtracted.  
This is summarized by Equation 1: 
 ??????? ? ???? ? ????? ? ????? ? ???????? ? ????? Eqn. 1 
where CD indicates cumulative displacement, and the subscripts final, T1, and T2 represent the 
corrected value, time of first reading, and time of second reading, respectively.  Figure 16 is a 
comparison of the corrected data, which illustrates slightly better agreement between sets of 
readings from the two devices, with 0.61 in. as the greatest difference between pairs of readings.  
Regardless, it is evident that both instruments reveal nearly identical changes in deformation 
over time.  Figure 17 contains two plots of corrected SAA data, using both a biweekly and daily 
time difference between pairs of readings.  Calculating differences in cumulative displacement 
between daily readings results in greater overall settlement. 
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Figure 16.  Comparison of SAA and inclinometer probe performance using corrected data 
(referencing the near end).  The SAA data in (d), (e), and (f) have been adjusted to account for 
differential settlement of the near end of the casing. 
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(a) Corrected SAA data using biweekly readings 
(b) Corrected SAA data using daily readings 
Figure 17.  Corrected SAA data.  These data were adjusted by (a) comparing biweekly 
measurements and (b) daily measurements.  Data are shown for dates corresponding to manual 
inclinometer probe measurements.  
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The most effective and precise way to determine overall settlement is to survey the casing ends 
immediately after installation and during each measurement with the inclinometer probe.  Due to 
equipment and scheduling issues, we were only able to obtain reliable survey data for August 20 
and October 6.  Between these two dates, the survey data indicated that the near end of the casing 
settled 3.85 in., and the far end settled 3.31 in.  We adjusted the inclinometer probe and SAA 
data starting on August 20 to account for the surveyed settlement; these final data are shown in 
Figure 18.  Correcting the data using this combination of methods yields an overall settlement of 
approximately 5.5 in. over the measurement period, with the greatest settlement at the toe of the 
thermal berm and under the ACE near the embankment centerline.  It must be stressed, however, 
that this value is an underestimate of the total settlement, as it does not include settlement that 
occurred prior to August 20. 
Finally, as with the vertical inclinometer probe, the horizontal inclinometer probe must be 
checked for “drift” or systematic errors.  We attempted to check for drift by comparing survey 
data of the casing ends to measurements obtained using the inclinometer probe for a given set of 
readings.  Figure 19 illustrates the results of this comparison for the initial reading of the casing 
in the field on July 11.  While we could not use the July 11 survey data for the overall settlement 
analysis (as we were missing essential data for absolute elevation calculations), we were able to 
use the data for the analysis of relative elevation.  The total inclinometer probe casing length was 
105.16 ft from end to end.  For each set of measurements, we took inclinometer readings from 
1.5 ft to 102.5 ft (as measured from the near end of the casing).  These start/stop points were 
selected due to the length of the probe and cable limitations associated with the dead end pulley.  
The ends of the casing were surveyed, creating gaps (1.5 ft at the near end and 2.66 ft at the far 
end) between the inclinometer probe measurements and the surveyed ends, as illustrated in 
Figure 19.  We extrapolated the inclinometer probe readings to the casing ends.  Comparison of 
the extrapolated cumulative deviation data to the survey data indicates a maximum difference of 
0.14 in. between these two measurement methods.  After this initial measurement, enough 
settlement of the casing ends occurred that made checking instrument drift impossible using this 
method.  Despite these limitations, the similarity of the data trends shown in Figure 16 suggests 
stable readings.  Future sets of readings should be examined for increasing separation between 
data sets from different instruments, which could suggest instrument drift. 
Temperature Analysis 
Figure 20 is a comparison of the temperature measurements from the thermistor string, SAA 
device, and TAC device for August 1, September 1, and October 1, 2012.  The thermistor and 
SAA data points include “whisker plots” indicating the range of accuracy, which is ±0.2oF and 
±2.2oF, respectively.  Not shown with whiskers, the accuracy of the TAC sensors is ±0.18ºF.  
Prior to this installation, we recalibrated the thermistor cable in an ice bath, which indicated that 
some of the thermistors had failed.  These sensors are not shown in Figure 20.  On average, 
temperatures measured by the thermistor string and the TAC differ by ±0.3ºF, and the 
temperatures measured by the thermistor string and the SAA differ by ±0.4ºF.  Considering the 
accuracy for all of the devices, these temperature measurements are comparable. 
Figure 21 is a 2-dimensional contour plot of temperature versus time as measured by the 
thermistor string.  The sensors are located beneath the embankment at 22, 30, 38, 46, 54, 70, and 
79 ft from the downslope toe.  Measurements were recorded hourly and averaged daily.   
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Figure 18.  Estimated embankment settlement based on (a) corrected inclinometer probe and (b) 
SAA data, and survey data from August 20 and October 6. 
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Figure 19.  Comparison of casing orientation as measured by the inclinometer probe and based 
on survey data.  Measurements were collected on July 11, 2012.   
 
  
1.50 ft
101.0 ft
2.66 ft
0.14 in.
Near End
(SI casing)
Far End
(SI casing)
Near End
(SI probe)
Far End
(SI probe)
 36 
 
 
 
 
Figure 20.  Comparison of temperature measurements beneath the Lost Chicken embankment.  
(a) Readings from August 1; (b) Readings from September 1; and (c) Readings from October 1.  
“Whiskers” illustrate the accuracy of the thermistors (±0.2ºF) and the SAA temperature sensors 
(±2.2ºF); the accuracy of the TAC sensors is ±0.18ºF, although no whiskers are shown. 
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Figure 21.  2-Dimensional plot of temperature versus time measured by the thermistor string.  
Data presented is from July 11 to October 6, and a schematic of the final placement of thermal 
berm (left) and ACE (right) is provide for reference. 
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Figure 22, another 2-dimensional plot, represents the temperatures versus time measured by the 
SAA device.  For the SAA, temperature sensors are located every 8 ft between 4 and 68 ft from 
the downslope toe, a spacing which provides greater resolution of temperature measurements.  
Temperatures were recorded once every 24 hours with this device.  Finally, Figure 23 is a 2-
dimensional plot of temperature versus time as measured by the TAC device.  This device has a 
temperature sensor located every foot from 0 to 100 ft, which provides exceptional resolution of 
temperature measurements.  Temperatures were recorded every 12 hours with the TAC device.  
As a function of the instrument spacing and overall length, the TAC device produced the highest 
resolution temperature plot and the most spatial coverage; however, where these different strings 
of sensors overlap, all three data sets demonstrate similar trends.  There was a distinct difference 
in the rate of cooling between the thermal berm and the ACE during the measurement period.  
On October 6, the temperature beneath the thermal berm was approximately 37-38ºF, whereas 
the temperature beneath the ACE was approximately 34-35 ºF.  Very apparent in Figure 23, and 
to a lesser extent in Figure 22, is the noticeable temperature fluctuation present near the 
embankment toes.  These sensors are experiencing a greater impact from short term variations in 
air temperature due to less material covering the casings. 
Figure 24 is a comparison of the measured average daily air temperature at the Lost Chicken 
location and the historical average daily air temperature from the National Climatic Data Center 
(NCDC).  The historical climate data measured at nearby Chicken were obtained online from 
Golden Gate Weather Services (http://ggweather.com/normals/daily_AK.html).  The dataset covers 
the period from 1981 to 2010.  The measured temperatures at the site follow the same trend as 
the historical temperatures.  In addition to air temperature sensors, we placed several CS109 
temperature sensors on different surfaces to measure surface temperatures throughout the year.  
One sensor was placed just at the surface of the moss in an undisturbed area.  Another sensor 
was placed at the toe of the thermal berm and left exposed at the surface, and the final sensor was 
installed level with the ground surface on the top of the thermal berm near the toe of the ACE.  
Figure 25 contains plots from each of these sensors, indicating that the measured surface 
temperatures and air temperatures are similar throughout the summer.  The plots begin to differ 
after the first snowfall around September 30, when the ground surface temperatures remain fairly 
constant at 31.9oF, while the air temperature continues to fluctuate.  These data will be used in 
future thermal modeling of the Lost Chicken embankment. 
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Figure 22.  2-Dimensional plot of temperatures versus time measured by the SAA device.  Data 
presented is from July 11 to October 6, and a schematic of the final placement of thermal berm 
(left) and ACE (right) is provide for reference. 
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Figure 23.  2-Dimensional plot of temperature versus time measured by the TAC device.  Data 
presented is from July 11 to October 6, and a schematic of the final placement of thermal berm 
(left) and ACE (right) is provide for reference. 
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Figure 24.  Comparison of measured average daily air temperature and historical average daily 
air temperature obtained from NCDC. 
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Figure 25.  Measured daily average air and ground surface temperatures. 
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FDL-A RESULTS 
M-IPI Analysis 
Figure 26 contains plots of cumulative displacement from the INC500 device installed in TH12-
9004.  We corrected the data using vector summation (Cornforth, 2005) to determine the 
direction and magnitude of maximum movement.  We also corrected for the cumulative change 
in depth of the sensors, as horizontal movement along the shear zone pulled the M-IPI device 
further down into the casing.  Originally at 1.5 ft above the ground surface, horizontal movement 
within the shear zone pulled the INC500 down within the casing to 0.3 ft bgs, which correlated 
well with visual observations.  These adjusted readings indicate movement within a well-
developed shear zone between 66 ft and 74 ft bgs.  Movement was fairly consistent over the 
measurement period, with a total of 31.2 in. of movement at the surface in about 31 days. 
Early in the morning of October 24, the M-IPI began to record apparent “retrograde motion” 
upslope between 67 and 70 ft bgs (see Figure 27a).  Considering an earlier failure of a thermistor 
string and the subsequent failure of a piezometer below this depth, we suspected that a few of the 
INC500 sensors were damaged in the shear zone.  The manufacturer of the device agreed, 
indicating that the sensors “probably deformed or rotated within the housing” (J. Lemke, pers. 
comm., Nov. 2012).  The INC500 continued to record downslope motion above the shear zone, 
with episodes of “retrograde motion” intermixed (see Figure 27b and Figure 27c).  Despite the 
damaged sensors, the entire INC500 continued to record data, acquiring reasonable 
measurements of cumulative displacement below the depth of 70.5 ft.  Then on October 31, the 
INC500 sensors below 66 ft bgs ceased reporting data (see Figure 27c).  The manufacturer 
suggested that either the cable was physically pulled apart, or perhaps more likely, that one of the 
underwater connectors between modules pulled apart (J. Lemke, pers. comm., Dec. 2012).  The 
sensors above the shear zone, however, continued to report movement and temperature data.   In 
the summer of 2013, the PI intends to return to the FDL-A site and try to retrieve the upper 
modules from the casing, which may confirm how the modules became detached. 
During the FDL-A research project, scheduling allowed the research team to return to the site 
every two to three weeks for manual measurements with the inclinometer probe.  Considering 
the rate of movement, only one or two additional sets of readings could have been obtained 
before the inclinometer probe could no longer pass the shear zone and/or the casing sheared.  
Thus, the presence of the M-IPI device at this site delivered much more data than we otherwise 
would have collected. 
Temperature Analysis 
The M-IPI device provided additional data in another way.  Figure 28a contains a temperature 
profile of TH12-9004, showing temperatures collected about a month apart from each other.  The 
measurements collected on September 29 demonstrated elevated temperatures due to the drilling 
process (having not yet reached a pseudo-equilibrium).  Most of these temperatures, however, fit 
the trend that developed with depth during the equilibrating process.  One exception to this is the 
temperature measured at 85 ft bgs in TH12-9004.  The temperature recorded by a VW 
piezometer at 85.5 ft bgs (i.e., “P2”) also is plotted in Figure 28a.  As the P2 temperature fits the 
expected trend, the likely explanation for the higher temperature is that it represents a 
malfunctioning thermistor.  Unfortunately, all thermistors below 60 ft bgs failed on October 11, 
2012.  On October 26, the P2 unit also failed.  Another exception to the stable temperature trend 
is illustrated with data collected on November 23 (see Figure 28a).  Starting on November 9, the 
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Figure 26.  Cumulative displacement measurements for TH12-9004 until the INC500 began to 
demonstrate signs of failure. 
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Figure 27.  Evidence of failure of the INC500 at FDL-A.  (a) Apparent “retrograde motion” 
began at 6:00 on October 24, with major “retrograde motion” at 0:00 on October 25.  (b) The 
lobe above the shear zone continued to move downslope, with another episode of “retrograde 
motion” on October 26 at 12:00.  (c) Final readings of the INC500 until failure of the lower 
modules after October 31 at 12:00.  For each plot, the set of readings in gray represents the last 
reading from the previous plot (for (a), this is the last reading shown in Figure 26).  The 
sequence of readings is given the same color scheme, with red indicating “retrograde motion”. 
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Figure 28.  Temperature readings from TH12-9004.  (a) Temperature readings from the 
thermistor string and two VW piezometers attached to the outside of the casing; “P1” and “P2” 
are readings from the vibrating wire piezometers installed at 53.5 and 85.5 ft bgs, respectively.  
(b)  Temperature readings from the INC500.  Nearest pairs of readings were averaged to reduce 
the scatter.  For both plots, the phase-change temperature is indicated by the vertical red line. 
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remaining thermistors at depth began reporting a steady increase in temperature resulting in 
above-freezing values, as indicated by the erratic temperature profile from November 23; yet the 
VW piezometer located at 53.5 ft bgs (i.e., “P1”) measured 29.7ºF, matching the previous 
temperature trend.  Figure 28b is a plot of temperatures obtained using the INC500 device 
installed within TH12-9004.  To reduce some of the temperature variability to illustrate data 
trends better, nearest pairs of readings were averaged together.  The INC500 stopped reporting 
accurate temperatures below 65.5 ft bgs on October 24; however, the data above this depth are 
sufficient to indicate below freezing temperatures.  Thus, the M-IPI data confirmed that the 
thermistors below 15 ft bgs began to malfunction on November 9, likely the result of glycol 
entering the cable and affecting the measured resistance. 
DISCUSSION OF M-IPI SOFTWARE USE 
In addition to the M-IPI installation, most of the research sites required the installation of other 
instrumentation.  We chose to use CR1000 data loggers in each ADAS to accommodate multiple 
devices, which is not necessarily the routine configuration for M-IPI data collection and storage.  
The following discussion covers some data management issues that arose during this project, but 
it must be stressed that these issues may not be typical due to the nature of this research.  Also, 
this discussion covers software that was first acquired in 2010, and in some cases, updated over 
the course of the research project.  The reader is encouraged to investigate the most recent 
software versions from the companies’ web sites (see Appendix E for websites as of December 
2012).  During this research project, instructions for the use of each program were readily 
available from each manufacturer, as well as supplemental clarifications as needed.  Finally, just 
as the Digitilt Inclinometer Probe served as the standard against which comparisons were made 
for the M-IPI devices, software for each M-IPI device was compared against the use of the 
DigiPro for Windows software (ver. 1.34.1), which served as the data management software for 
the manual inclinometer probe. 
The power budget was a concern for all of the sites.  The CDS ADAS was located in rugged 
terrain along the Copper River with dense vegetation to the south, resulting in less than optimum 
solar exposure.  The lack of daylight and snow cover on the solar panel at the Rich113 site taxed 
the power supply during the winter months.  Thus, we needed to adjust initial programming of 
the CR1000 to manage the power budget for each site better.  The program changes had an 
unforeseen effect on data management, as data acquired after the program change had to be 
“spliced” together with previously acquired data and the header information for the specific 
installation to develop a complete set.  As this process was time consuming and introduced the 
possibility for human error, we recommend that thorough consideration be given to frequency of 
readings during the initial programming of the data logger. 
The program INCVIEW V1.0a Beta was used for the INC500 data processing.  This program 
currently is not provided by the manufacturer; instead web-based programs and apps are 
available for data retrieval and manipulation (J. Lemke, pers. comm., December 2012).  The 
INCVIEW program required a set-up file developed in Excel that contained the order of modules 
as installed within the guide casing.  Then the program called for the data file collected from the 
CR1000 data logger.  The program allowed the user to view the data in a variety of ways, 
including cumulative and incremental displacement and displacement history with time.  The 
data could not be corrected for a depth offset from the ground surface within the casing, nor was 
there an orientation correction for the potential misalignment of the casing grooves during the 
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initial installation.  To perform these data corrections, the desired data sets were exported from 
the M-IPI program and imported into Excel.  For this project, we contacted the manufacturer to 
parse out the temperature data set using a proprietary program.  Once parsed out, the temperature 
data were easy to work with in a spreadsheet.  At the time of this writing, the manufacturer 
indicated that web-based software could be modified easily to display temperature readings upon 
the request of a client (J. Lemke, pers. comm., December 2012). 
During the research project, we had to acquire a new manual inclinometer probe.  As a result of 
changing instruments, bias shift occurred in the readings, which was corrected with user-defined 
offsets within the DigiPro program.  The M-IPI data sets were examined for bias shift as well, 
and we identified bias shift in the INC500 readings.  The INCVIEW V1.0a Beta program 
allowed the user to correct for bias shift by selecting the zone over which this error occurred (i.e., 
the zone below the shear zone); the program then calculated and applied a displacement 
correction to the data profile. 
SAA3D was the main program used for the SAA data processing.  After appending the raw data 
to account for any CR1000 program changes, the data file and a project information file were 
placed into a unique file structure required by the SAA programs.  Next, the program 
SAACR_raw2data ver. 1.24 was used to convert the CR1000 output into a form that the SAA3D 
program could read.  The SAA3D program compiled the data, which then could be “rotated” 
within the display window to see changes in orientation with time.  The program provided 
multiple ways to view the data with time and in space, including the traditional “SI plot.” 
The SAA3D did not correct for depth offset from the ground surface within the vertical casing, 
nor settlement of the fixed end of a horizontal casing installation.  To perform this data 
correction, the desired data sets were exported from the M-IPI program and imported into Excel.  
The program also did not perform bias shift corrections.  It did allow retrieval of temperatures 
measured by the SAA device.  For this research project, the temperatures were exported and 
analyzed using Excel. 
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CHAPTER 4 
CONCLUSIONS, RECOMMENDATIONS, AND SUGGESTED RESEARCH 
We investigated the performance of two M-IPI devices in a variety of installations (see Table 2 
for a summary of the types of installations).  Both devices measured creep in frozen ground, the 
INC500 measured movement within shear zones at two different installations, and the SAA 
measured the settlement under a newly placed embankment over ice-rich permafrost.  The results 
indicate that the two M-IPI devices tested provide data that correlate well to those obtained with 
the manual inclinometer probe.  Deviations between readings from the M-IPI device and the 
inclinometer probe are attributed to differences in the devices’ geometry and flexibility.  Each 
device recorded temperatures within 0.4ºF of those reported by the thermistor string.  In two 
separate installations, the INC500 temperature readings served as an additional set of 
measurements to check potentially faulty readings from another temperature sensor, which was 
an unexpected benefit of this device. 
Each device was retrievable and operational after the initial field use, indicating that the devices 
can be reused.  Each device also demonstrated versatility.  The SAA was used successfully in 
both vertical and horizontal installations.  Because of its modular nature, the INC500 was 
installed in three different locations that required different M-IPI lengths.  In addition to the 
originally proposed test sites, we also installed the INC500 at a site where we anticipated large 
amounts of movement.  This M-IPI device continued to read during shearing and provided 
meaningful temperature data after shearing.  The presence of the M-IPI in the quickly moving 
landslide provided much more data than we otherwise would have collected due to the 
remoteness of the installation. 
Based on this analysis, these devices are suitable for use in cold regions.  Field experience 
indicates that the installation procedure for each instrument is better undertaken at above 
freezing temperatures, however, due to required manual dexterity and the temperature 
requirements of casing adhesive that is typically available.  We recommend that, if the needs of 
the project require the M-IPI device to produce measurements of both ground movement and 
temperature, the M-IPI temperature sensors are calibrated by the manufacturer before use.  
Additionally, we recommend replacing the plastic components for the INC500 after an extended 
installation to avoid breakage during re-installation. 
While this research indicates that either M-IPI device is suitable for use in cold regions, the 
selection of the device depends on the needs of the user.  Table 3 is a summary of the various 
pros and cons of each device as experienced during this research project.  Please note that the 
summary is not intended to endorse nor exclude either device.  Also, both manufacturers were 
very amenable to providing solutions to problems encountered during this research.  We suspect 
that many of the items that are listed in the “cons” column have not been requested in the past by 
users, and that the technology and services will continue to improve as these instruments become 
more widely used. 
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Table 2.  Summary of results from various M-IPI installations.  Comparison of M-IPI movement 
and temperature measurements to inclinometer probe and thermistor measurements, respectively.  
The corrected readings from the Lost Chicken installation follow the method discussed in 
Chapter 3. 
M-IPI 
device 
Type of 
installation and 
location 
Maximum 
deviation from 
inclinometer 
probe readings 
Average deviation 
from inclinometer 
probe readings 
Same 
casing? 
Deviation 
from 
thermistor 
readings 
INC500 Vertical, Rich113 6.89x10-2 in. 2.31x10
-2 ± 
1.63x10-2 in. Yes ±0.4ºF 
SAA Vertical, Rich113 1.17x10-1 in. 3.96x10
-2 ± 
3.74x10-2 in. No ±0.4ºF 
INC500 Vertical, CDS 4.86x10-1 in. 5.99x10
-2 ± 
1.10x10-1 in. Yes --- 
SAA Horizontal, Lost Chicken 
6.06x10-2 in. 
(corrected) 
2.78x10-2 ± 
1.24x10-1 in. No ±0.4ºF 
INC500 Vertical, FDL-A N/A N/A N/A N/A 
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Table 3.  Summary of pros and cons of each M-IPI device.  Please note that this summary is 
based on the results of this research and is not intended to endorse nor exclude either device. 
Geodaq INC500 
PRO CON 
Modular; can be shortened or lengthened so 
as to fit multiple installations Screws are required to join modules 
Suitable for vertical installation Use for both horizontal and vertical installations must be specified 
Oriented and positioned within slotted guide 
casing by centralizers 
Plastic coupler assemblies and centralizers 
may require replacement between 
installations 
Sheared; still reported data during shearing 
and above shear zone 
Separated to no longer provide data below 
shear zone 
Records temperature Temperature measurement devices not typically calibrated 
Interfaces with CR1000 data logger  
Software provides views of cumulative and 
incremental displacement, XY 
displacement plots, and displacement vs. 
time plots 
Temperature data must be parsed out of data 
set by manufacturer upon request 
Software corrects for bias shift 
Software does not correct for depth offset 
from ground surface within casing, nor 
orientation correction 
Measurand SAA 
PRO CON 
Easy installation from shipment reel Fixed length ordered from manufacturer 
Suitable for both horizontal and vertical 
installations  
(From Dasenbrock, 2009) Sheared, continued 
to report data  
Records temperature Temperature measurement devices not typically calibrated 
Interfaces with CR1000 data logger  
Software provides different data views, 
including surface plots, absolute shape 
plots, Z slice (XY plots), displacement vs. 
time plots, SI plots, as well as rotation of 
the data in a 3-D setting; provides 
orientation correction 
Software does not correct for bias shift nor 
depth offset from ground surface within 
casing 
Software provides viewing of temperatures 
measured by SAA device  
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APPENDIX A:  RICH 113 INSTALLATION PHOTOGRAPHS AND BORING LOGS 
 
 
Figure A-1.  Location of the drill rig for TH09-1510.  Photograph taken in November 2009 from 
the Richardson Highway embankment.  (Photograph by M. Darrow) 
  
 
Figure A-2.  Configuration of coaxial (TDR) cable at the bottom of the guide casing prior to 
installation.  Inset illustrates sealing the cable end with an adhesive cap.  (Photographs by M. 
Darrow, Nov. 2009) 
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Figure A-3.  Conducting a “hallway” test with the INC500 and SAA devices wired into the 
ADAS enclosure.  (Photograph by M. Darrow, March 2010) 
 
Figure A-4.  Staging the INC500 device on sawhorses in March 2010.  (Photograph by M. 
Darrow) 
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Figure A-5.  Marking the INC500 for placement of centralizers.  (Photograph by M. Darrow, 
March 2010) 
 
Figure A-6.  Order of INC500 module serial numbers before installation.  It is good practice to 
record this order both in a field book and through photographs.  (Photograph by M. Darrow, 
March 2010) 
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Figure A-7.  Damage to centralizers due to improper alignment during the March 2010 
installation.  (Photographs by M. Darrow) 
 
 
 
 
Figure A-8.  Attaching the safety line to the lowest module.  (Photograph by M. Darrow, March 
2010) 
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Figure A-9.  Lowering the first INC500 module down the guide casing.  (Photograph courtesy of 
A. Parsons, March 2010) 
 
Figure A-10.  First INC500 module resting on fork.  (Photograph courtesy of A. Parsons, March 
2010) 
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Figure A-12.  Connecting the coupler assembly with machine screws.  (Photograph courtesy of A. 
Parsons, March 2010) 
 
Figure A-13.  Installing inner 1.05-in. PVC into guide casing for SAA device.  Slot cut into the 
guide casing was to allow tightening of the hose clamp at the top of the PVC casing (see Figure 
A-14).  White 1-in. PVC to the left was for a thermistor string.  (Photograph by M. Darrow, 
March 2010) 
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Figure A-22.  Retrieving the SAA in August 2011, and replacing the device on the shipping reel.  
(Photograph courtesy of J. Yao) 
 
 
Figure A-23.  Final configuration of the Rich113 site in August 2011.  The post that supported 
the ADAS was cut off at the ground surface.  Only the guide casings remain for manual 
inclinometer probe readings.  (Photograph by M. Darrow) 
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Figure A-24.  “Hallway” test of the SAA device after retrieval from the Rich113 site.  Inset 
shows a screen shot of the elevated portion of the M-IPI moving down the device.  (Photographs 
by M. Darrow, Jan. 2012) 
 
      
Figure A-25.  “Hallway” test of the INC500 device after retrieval from the Rich113 site.  Two to 
three modules were held tightly in a vertical orientation in a stairwell while the data was 
recorded.  (Photographs by M. Darrow, Jan. 2012) 
  
(a) (b) 
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Figure B-5.  Placement of vibrating wire piezometer on PVC casing for installation into TH10-
1553.  (Photograph by M. Darrow, June 2010) 
 
 
Figure B-6.  Preparing the cement-bentonite grout for backfill into TH10-1553.  (Photograph by 
M. Darrow, June 2010) 
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APPENDIX C:  LOST CHICKEN INSTALLATION PHOTOGRAPHS 
 
Figure C-1.  Looking southeast towards the instrumented cross section.  Geotextile with some 
ACE material is present in the foreground.  (Photograph by M. Darrow, June 2012) 
 
Figure C-2.  Casings prior to backfill at the instrumented cross section, looking (a) upslope and 
(b) downslope.  (Photographs by M. Darrow, June 2012) 
(a) (b) 
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Figure C-3.  Covering the casings with sand bedding.  (Photograph by M. Darrow, June 2012) 
 
Figure C-4.  Downhill toe of embankment with thermal berm and exposed casing ends.  
(Photograph by M. Darrow, July 2012) 
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Figure C-5.  Wrapping BeadedStream temperature acquisition cable (TAC) to thermistor cable 
for installation.  (Photograph by M. Darrow, July 2012) 
 
    
Figure C-6.  Alignment of TAC and thermistor cable.  (a) Location of thermistor beads relative 
to TAC sensors was recorded, (b) as well as the location of the final thermistor bead. 
(Photographs by M. Darrow, July 2012) 
(a) (b) 
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Figure C-7.  Attaching the pull rope to the end of the TAC device.  (Photograph by M. Darrow, 
July 2012) 
 
 
Figure C-8.  Uphill termination of the casing containing the TAC and thermistor string.  
(Photograph by M. Darrow, July 2012) 
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Figure C-9.  PVC casing to flexible conduit adapter for the temperature measurement cables.  
(Photograph by M. Darrow, July 2012) 
 
 
Figure C-10.  Installing the SAA device from the downslope end, pulling from the upslope end.  
(Photograph by M. Darrow, July 2012) 
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Figure C-11.  Installation of SAA device, showing shipping reel position relative to embankment 
and ADAS.  (Photograph by M. Darrow, July 2012) 
 
 
 
Figure C-12.  PVC casing to flexible conduit adapter for SAA installation.  (Photograph by M. 
Darrow, July 2012) 
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Figure C-14.  Routing pull rope for SAA through ABS end cap adapter.  (Photograph courtesy of 
J. Zottola, July 2012) 
 
 
Figure C-15.  Tapping ABS end cap adapter into the sand bedding to be flush with inner casing.  
(Photograph courtesy of J. Zottola, July 2012) 
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Figure C-16.  Filling annulus space with expanding foam to seal outer ABS end cap adapter in 
place.  (Photograph courtesy of J. Zottola, July 2012) 
 
Figure C-17.  Upslope casing ends secured.  From left to right, dead-end pulley on guide casing 
for manual inclinometer probe measurements, sealed guide casing with tied-off SAA pull rope, 
sealed 2-in. PVC casing with tied-off TAC/thermistor string pull rope.  (Photograph by M. 
Darrow, July 2012) 
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Figure C-18.  Trimming the downslope guide casing for ABS end cap adapter.  (Photograph by 
M. Darrow, July 2012) 
 
Figure C-19.  Tapping ABS end cap adapter into the sand bedding for downslope guide casing.  
(Photograph by M. Darrow, July 2012) 
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Figure C-20.  Attaching 2 ¼-in. locking link to wire rope within guide casing.  (Photograph by M. 
Darrow, July 2012) 
 
 
Figure C-21.  Winding up excess wire rope from within casing assembly.  (Photograph by M. 
Darrow, July 2012) 
 
 96 
 
   
Figure C-22.  Taking manual inclinometer probe measurements.  (a) Feeding inclinometer probe 
cable into casing by reeling up the wire rope; (c) taking readings as the cable is retracted from 
the casing.  (Photographs by M. Darrow, July 2012) 
 
Figure C-23.  Downslope guide casing termination.  Wire rope is tucked into casing for easy 
retrieval for next reading.  (Photographs by M. Darrow, July 2012) 
(a) (b) 
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Figure C-24.  Downslope casing ends secured.  From left to right, ABS casing to flexible conduit 
adapters for TAC/thermistor cables and SAA device, and sealed guide casing for manual 
inclinometer probe measurements.  (Photograph by M. Darrow, July 2012) 
 
Figure C-25.  Battery box and enclosure for ADAS.  (Photograph by M. Darrow, July 2012) 
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Figure C-26.  Final ADAS configuration located near the downslope toe of the embankment.  
The thermal berm is visible behind the ADAS.  (Photograph by M. Darrow, July 2012) 
 
Figure C-27.  Cracks in the thermal berm on September 14, 2012.  (Photograph by D. Jensen) 
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APPENDIX D:  FDL-A INSTALLATION PHOTOGRAPHS AND BORING LOG 
 
Figure D-1.  Drilling TH12-9004 with tricone and casing.  (Photograph by M. Darrow, Sept. 
2012) 
 
Figure D-2.  Cement-bentonite grout during the back-filling process.  (Photograph by M. Darrow, 
Sept 2012) 
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Figure D-3.  INC500 modules, staged and ready for installation.  A safety line was attached to 
the lowest module (indicated by the yellow arrow).  (Photograph by M. Darrow, Sept. 2012) 
 
Figure D-4.  Installing the INC500 within the guide casing in TH12-9004.  (Photograph by J. 
Simpson, Sept. 2012) 
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Figure D-7.  Completed ADAS location and casing installation of TH12-9004.  (Photograph by 
M. Darrow, Sept. 2012) 
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APPENDIX E:  MANUFACTURER’S WEBSITES 
NOTE:  These links were current as of December 2012.  The websites are dynamic and 
constantly changing.  We encourage the reader to use the information provided in this appendix 
with discretion. 
Geodaq:  www.geodaq.com 
Specific devices used for this project:  http://www.geodaq.com/inclinometer.html 
(product datasheet and white papers are available at this link) 
For this project, we purchased a GCM Controller Module.  As of December 2012, the 
website showed an updated version:  http://www.geodaq.com/controller.html (product 
datasheet available at this link) 
Received “Draft Installation Instructions for the INC500 In-Place Inclinometer, Geodaq, 
Inc., Sacramento, California” from manufacturer 
Received “GCM1200 User Manual Ver. 2.0” from manufacturer 
Measurand (geotechnical purposes):  http://www.measurandgeotechnical.com/ 
Product information (including specifications, ordering guide, installation guide, and 
power and lightning protection information):  
http://www.measurandgeotechnical.com/products.html  
Support manuals for instrumentation, interfaces (including using the CS CR1000 data 
logger), and accessories:  
http://www.measurandgeotechnical.com/support_manuals.html  
Tutorial videos:  (http://www.measurandgeotechnical.com/suppor_tutorial_videos.html) 
Software downloads (http://www.measurandgeotechnical.com/software.html) 
Examples of usage (http://www.measurandgeotechnical.com/examples.html) 
For this project, we used “Integration of ShapeAccelArray (SAA) and Campbell 
Scientific’s CR1000 Data Logger”, “Measurand ShapeAccelArray (SAA) 
Specifications including ordering guide”, and “ShapeAccelArray (SAA) Installation 
Guide” documents from the website. 
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APPENDIX F:  “PARTS LISTS” FOR M-IPI DEVICES AND ADAS INSTALLATIONS 
 
 
 
 
 
Table F-1.  “Parts list” for Geodaq M-IPI device. 
Item Quantity 
In-place inclinometer module, Model INC500; included four centralizers per 
module and needed couplers 21 
Geodaq Controller Module with RS232 cable 2 
Software for the INC500 inclinometer 1 
 
 
 
 
Table F-2.  “Parts list” for Measurand M-IPI device. 
Item Quantity 
68’ ShapeAccelArray – Field (SAAF); sensorized with 66 304.8-mm segments; 
custom build with 2 segment partial octet; total length with unsensorized 
segments 67.5’ 
1 
50’ of cable with connector 1 
SAA232 converter with surge protection and auto power off feature; used for 
connecting to COM port on Campbell Scientific CR1000 data logger 1 
SAA+CR1000 Software Suite; includes CR1000 program for collecting SAA 
data, SAACR_raw2data utility for converting raw SAA data to Cartesian 
coordinates, SAA3D Viewer software for displaying results 
1 
SAA232 to USC direct connection cable for pre-installation SAA diagnostics 1 
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Table F-3.  “Parts list” for typical ADAS installation.  This list is by no means exhaustive, and 
hardware dimensions are not provided as this must be adjusted for the materials on hand.  
Although not listed, a well-stocked toolbox, ratchet and socket set, and cordless drill, circular 
saw, and reciprocating saw are extremely valuable in the assembling an ADAS.  “CS” stands for 
Campbell Scientific.  *Telemetry not incorporated at all sites. 
DATA ACQUISITION 
CS CR1000 data logger w/ extended temperature testing 
CS AM 16/32B 16 or 32 channel relay multiplexer w/ extended temperature testing 
CS MUXPOWER-L-2 multiplexer power/reset cable 
CS MUXSIGNAL-L-2 multiplexer signal cable 
USB to serial interface connector 
POWER 
CSI SP70W solar panel, w/ mounting hardware and 20’ cable 
MorningStar SunSaver 10A 12V control regulator 
12V deep cycle batteries, 100 Amp-hour 
TELEMETRY* 
CS 900MHz 1W spread spectrum radio 
Field power cable 12vdc plug to pigtail, 2 ft 
8 dB omni-directional antenna 
Coaxial cable, 20 ft 
Moxa Portserver (2 port) 
SUPPORT, SHELTER, AND HARDWARE 
CS weather-resistant 16x18” enclosure 
Battery enclosure 
4” x 6” x 10’ pressure treated wood post 
1-1/2” steel pipe, bolts, washers, nuts 
Metal framing channel (various lengths), clamps, lag screws, washers, spring nuts 
Liquidtite flexible conduit, Liquidtite connectors 
8’ copper grounding rod, grounding rod clamp, 12ga grounding wire 
Hose clamps, various sizes 
Zip ties (black plastic), various sizes 
Wire rope, ferrule set, padlocks 
U-bolts, washers, nuts 
 
